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| DEPARTMENT OF PLANNING, BUILDING AND GODE ENFORCEMENT
801 NORTH FIRST STREET, ROOM 200
| _ SANJOSE. CALIFORNIA95110-1795

CAPITAL OF SILICON VALLEY - - - - : : s—= = iz

JAMES R. DERRYBERRY
DIRECTOR

1 M “' CITY OF SAN JOSE, CALIFORNIA

May 22, 2000

Fax. To: K.M. Cummins

ELECTRICAL PLAN REVIEW CHECK LIST

Project Address: 2445 Fontaine Dr.

Project Name: Chuck E. Cheese

Plan Review By: Gil Resendiz

Plan Check #: 00-02734 1* Comments

ltem  Sheet# 3 Comments . ~ L
1. Submit TITLE 24 Lighting Documents and Mandatory Measures on plan as

required.
2. E6 Submit load summary of Main Panel “MP”. END OF COMMENTS

SUBMIT TWO COMPLETE SETS OF REVISED ELECTRICAL PLANS TO
ELECTRICAL PLAN CHECK DEPARTMENT.
CLOUD ALL REVISIONS AND RESPOND TO ALL COMMENTS IN WRITING.
REVISIONS MAY TRIGGER MORE QUESTIONS.
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CHUCK E. CHEESE #3001

DATE

[ IGHTING MANDATORY MEASURES [ TG-MM

6/15/00

—_ - -

DESCRIPTION

Designer

Enforcement

§ 131{d)ytBuilding Lighting Shut-off: The building lighting shut-off system consists of an
© automatic time switch, with a zone for each floor; or the building is separately
metered and less than 5,000 square feef; exempt from the shut-off requirement.

§ 131(d)2O0verride for Building Lighting Shut-off: The automatic building shut-off system is
provided with a manual, accessible override switch in sight of the lights. The area
of override is not to exceed 5,000 square feet.

§ 119¢h) Automatic Control Devices Certified: All automatic control devices specified are
certified, all alternate equipment shall be certified and installed as directed by the

manufacturer,

Fluorescent Ballast and Luminaires Certified: All fluorescent fixtures specified for
the project are certified and listed in the Directory. All instailed fixtures shall be
certified.

T P B P I P

[

§ 132  Tandem Wiring for One and Three Lamp Fluorescent Fixtures: All one and three
lamp fluorescent fixtures are tandem wired with two lamp ballasts where required
by Standards Section 132; or all three lamp fluorescent fixtures are specified with .
electronic high-frequency ballasts and are exempt from tandem wiring
requirements.

B

§ 131{a) Individual Room/Area Controls: Each room and area in this building is equipped
with a separate switch or occupancy sensor device for each area with floor-{o-

ceiling walls.

E § 131(b) Uniform Reduction for Individual Rooms: All rooms and areas greater than 100
' square feet and more than 1.0 watts per square foot of lighting load shall be

controlled with bi-level switching for uniform reduction of lighting within the room.

[:' 5 131(c) Daylight Area Control: All rooms with windows and skylights that are greater than
' 250 square feet and that allow for the effective use of daylight in the area shall
have 50% of the [amps in each daylit area controlled by a separate switch; or the
effective use of daylight cannot be accomplished because the windows are
continuously shaded by a building on the adjacent lot. Diagram of shading during
different times of the year is included on plans.

@ § 131(f) Control of Exterior Lights: Exterior mounted fixtures served from the electrical
' panel inside the building are controlled with a directional photo cell control on the
roof and a corresponding relay in the electrical panel.

] 131(e) Display Lighting. Display lighting shali be separately switched on circuits that
E§ are 20 amps or less.
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City of San Jose -

Department of Planning, Building and Code Enforcement
801 North First Street, Room 200

San Jose, Ca 96110

Attn: James Son, S.E.

Re: Plan Check #00-02734
Chuck E Cheese’s #3001
2445 Fontaine Road.

San Jose, Ca 85121
Project #98-200

First floor restrooms have recently been remodeled with permit # B8962735 {0 meet current
accessible codes. Also parking and access to building entrance have been recently redone with
permit 9869828 to meet accessible codes.

Sincerely,

B B VN

Kenneth M Cummins
MCA & Associates, Inc




Building Department Copy

SAN JOSE FIRE DEPARTMENT
PLAN CHECK COMMENTS

SAN JOSE FIRE DEPARTMENT

801 N. FIRST ST., ROOM 200

SAN JOSE, CA. 95110

(408) 277-5477

FAX (408) 277-5790 - I

Date:_7/11/0Q

Address: = 2445 Fontaine Rd ____ . _Occupancy Group: A-2.1 |

Cross Street: _ Construction Type: Type V 1-Hr A/S

Project Name: CHUCK-E-CHEESE . . Type of Work: ~ Alteration L
Job Description: | Area: Occupant Load; 965

[nterior renovation 29,000 sq. fi.

Drawing dated: 6/138/00.

PLAN APPROVAL/REQUIREMENTS . R - L . U
Plan resubmittal is not required by the Fire Department. However, the construction shall be in accordance
with the attached commeénts. The drawings shall be resubmitted if required by the Building Department. In
addition, a response letter addressing the Fire Department specific comments shall be provided within

4 weeks from the date of these comments. Include the plan check number in all correspondence.

SCOPE ) . - - o . -
The review was based on the 1997 edition of the UBC with City of San Jose amendments and the 1997 UFC
with City of San Jose amendments. For Plan Check Numbers starting with 00, the UBC review is limited
to fire protection systems, firefighter life safety items (such as stair enclosure ratings), door hardware,
exit signs and exit illumination only. Other codes are referenced on the attached comments.

For A, E, I, R Occupancies and High Rise Buildings the review was based on Title 24 (State Building Code
with State Fire Marshal Amendments). The San Jose Fire Dept. does not review plans for compliance with, nor
Is responsible for enforcement of the Americans with Disabilities Act. Nothing in this review is intended to
authorize or approve any aspects of the design or installation which do not strictly comply with all applicable

codes and standards. - FIRE DEPT. FINAL INSPECTION |
REQUIRED |
Contact Person: KENNETH CUMMINS _ Reviewed by: Ca. D. Moore — __I
Phone: (408)238-7870 ~ |Phone# _ (408) 277-5477 %
Architecture/Designer Supervisor: SFPE, Scott Mc Millan"’{
Firm Name: CURTLANT MORGAN, ARCHITECT " | Phone # ~ 408-277-8345 |
Mailing Address: 6910 WOODLENﬁ?R, i - __| Inspected by: Permitted Occupancy
City, State, Zip Code: DALLAS TX 95225 L | Bldg. Plan Checker James Son
(The above address wil appear in envelope window) Plan Check No.: 0002734
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ARGHITECT'S/DESI R'S RESPONSIBILITY

It is the architect's/designer's responsibility to notify the contractor of these comments. The architect/designer
shall also notify the contractor that the Building Department approved Job site plan set, the Fire Department's
Plan Check Comments and the Fire Department Inspection Card shall be available at the job site.

INSPECTION REQUIREMENTS . . . o

A final inspection is required by the Fire Department. The automatic sprinkler system, fire alarm system
and all hazardous materials inspections (if applicable) shall be finalized before scheduling a final Fire
Department architectural inspection (FDIC). All Fire Department inspections shall be satisfactorily completed
before a Building Division final inspection can be scheduled. A list of the required inspections are indicated on
the Fire Department Inspection Card (FDIC) which Is attached to the Job site copy of the Plan Check
Comments.

To schedule a Fire Department architectural final inspection (FDIC), call (408) 277-5477 between 9 a.m. and
10 a.m. or between 2 p.m. and 3 p.m. Please have your Fire Departiment Inspection Card (FDIC) available

when calling to schedule an inspection. To schedule a fire protection system, fire alarm or hazardous materials
inspection, call (408) 277-4656.

The job site copy of the Plan Check Comments, the Fire Department Inspection Card and a copy of the

approved drawings shall be kept on the premises. An Inspection cannot be done without these items being
at the job site.

INSPECTION FEES . = . _ .. - .

An inspection fee may be assessed for each inspection or reinspection when such portion of work for which an
inspection is scheduled is not complete, when the corrections called for are not made, when inspection
records or plans are not available, or if there is failure to provide access. A fee will be charged for cancellation
of scheduled inspections with less than 24 hours notice.

CERTIFICATE OF OCCUPANCY y s -

The building cannot be used or occupied until a certificate of occupangcy is issued by the Building Official with
prior approval of the Fire Department.

The Following Specific Corrections Shall Be Made: _ N T S e R
SHEET | CODE/SECTION

FIRE DEPT. FINAL INSPECTION
REQUIR

- =" - - - - = L = -
T = ==

&. —_ - - ==L —-

The Following General Requirements Are Applicable:

SHEET | CODE/SECTION | . L i -1

A-1 124/2.1007.2.6 1. Rooms 120, 103, 122, 123, 201, 202, 203 require occupant load signs.
Total maximum occupant load sign required for entire building. Individual
signs required for each common area.

| b

124/1003.3.1.8 2  Panic hardware required on all Exit doors.

UBC/1003.2.8.2 3 Exit Signs- The path of travel to and within exits in a building shall be identified by
exit signs conforming to the requirements of UBC Section 1003.2.8. Exit signs
shall be readily visible from the direction of approach. Exit signs shall be located
as necessary to indicate the direction of egress travel. No point shall be more than

Plan Check Number: 0002734




P

SHEET | CODE/SECTION

100 feet from the nearest visible sign.

UBC/1003.2.9. 4. Means of egress illumination- At any time the building is occupied, the means of
egress shall be illuminated at an intensity of not less than 1 foot-candle at floor
level.

UBC/1003.2.9.2 . 5. Illlumination Power Supply- The power supply for means of egress illumination

shali normally be provided by the premises’ electrical supply. In the event of its
failure, illumination shall be automatically provided from an emergency system
where the exiting system serves an occupant load of 100 or more.

UBC/ 10142 6. Aisles without fixed seats- Aisles serving as a portion of an exit access in the
means of egress system shall be in accordance with UBC 1014.2.

T-19/ 3.09 _ 7. Evacuation Signs- Provide evacuation signs in accordance with Title 19, 3.09 at
the entry- every stair, in the elevator lobbies and immediately inside all public
entrances. The signs shall be submitted to the Fire Department for review before
manufacture and installation.

UFC/ 1002.1 | 8. Fire Extinguishers- All portions of the building shall be within 75 feet of a fire
extinguisher. The minimum size of the extinguisher shall be 2-A:10-BC.

SJFC/ 1008.2.2 9. Cooking Hood- Submit specifications of the cooking equipment to Building
Division to determine if a hood and an automaitic fire extinguishing system is
required to be installed. Include the Plan Check Number in all the correspondence.
A copy of these Plan Check Comments will be required at the time of permit
application. Call (408) 277-4656 for more information.

SIMC/ 17.12.1020 10. Sprinkler Permit (T.l.)- Alter the sprinkler system as needed by new partitions,
floors and cellings. Submit shop drawings and a permit application to the San Jose
Fire Department for approval before altering the system. A copy of these Plan
Check Comments will be required at the time of permit application. If the sprinkler
system is not being modified provide a letter from a licensed C-16 contractor
stating that modifications to the system are not required. The letter shall include
the sprinkler system design criteria. Call (408) 277-4656 for more information.

UFC/1007 11 UFC 1007.2.2.1

UMC/ 608 12. Automatic Shutoffs - Each single system providing heating or cooling air in
excess of 2,000 cubic feet per minute shall be equipped with an automatic shutoff
activated by smoke detectors.

~IRE DEPT. FINAL INSPECTION
REQUIRED

Plan Check Number: «plan_check no»




City of Sag Jose

Departmeft of Planning, Building and Code Enforcement
801 NorthjFirst Street, Room 200

San Jose . Foa 98110

Attn: Jamds Son, S.E.

Re: Pian (heck #00-02734
Chuck E (heese’s #3001
2445 Fontline Road

San Jose, Ca 95121
Project #98-200

First floor @strooms have recently bean remodeled with permit # B9862735 to meet current

accessibldcodes. Also parking and access o building entrance have been recently redone with
permit 99828 to meet accessible codes.

Sincerely, |

| 75

Kennseth MCummines
MCA & Asgociates, Inc




CORTLAND MORGAN, ARCHITECT _

June 21, 2000

James Son, S.E.

City of San José
Department of Pianning, Building and Code Enforcement

801 North First Street, Room 200
San José, CA 96110

Tel, 408.277.8606
Fax.408.293.6245

RE: Plan Check #00-02734
Chuck E. Cheese’s #3001
24435 Fontaine Road
San José, CA
Project #98-200

Dear Mr, Son;

Your comments concemning the plans for the above referenced project are addressed as follows:

1. Electrical plan review check list and fire department check lists follow building department
checkliist.

2. This will be done by Contractor or Owner prior to issuance of building permit.

3. All changes o drawings are clouded.

4. Buildin rs actually two ﬁﬁﬁ&g. second floor does not meet requirements to be classified

ag1fhezzanine. Al relerences to Mezzanine have been revised to Second Floor.

S. Refer to COVER SHEET for Scope of Work. All exterior modifications to building were

constructed under separate permit in 1999, (Documents not by this Architect.) No
cooking/kitchen and hood related items are addressed in this Scope of Work.

L™

6. Title 24 See sheet T24 and attached Energy Calculations report by Title 24-Data, LP

7a). Scope of Work is indicated on COVER SHEET.
b). Code information has been modified as requested.

8a). Existing Site Plan attached as requested. Refer to new sheet 00.
b). Exiting Plan indicated on sheets A8 and AB9a.
C). Exits are provided per CBC, sec.1007.2.

Qa). 60° diameter circle indicated in Toilet Vestibuie 118,

B). Fully accessible note indicated on plan for Men's and Women's restrooms. [f any
additional alterations are required, these are the responsibility of the previous restroom
remode! Designer andfor Owner.

C). Round Dining 123 has been indicated on plan to have existing accessible opening.

d). Storage 125 and Control 127 do not have shelving and are actually not storage rooms
but rather technical service personnel areas for repair access to Studio ‘C’ and recessed
monitors.

6910 Woodland Drive e Dallas, Texas 75225 e Tel: (214) 368-3687 o Fax: (214) 368-3690




el .

9)
h).

10a).
b).

11a).
b).

12.
13.

14,

15.

Revised empioyee areas (i.e. Cust. Service 112 at Order 105 and Gift 104 have no built-
in seating or tables. Access to and counters in these areas meet requirements of CBC,
section 1123B. Refer to counter elevations sheet ASb and counter defails sheet AG.

Employee areas meet requirements of CBC, section 1123B and 1124B. Refer to details

- sheetis AB and A6a.

Dining Room seating is accessible per CBC, section 1104B.5. Refer to sheeis A9 and
ASa.
Refer to items d, e and { above.

Refer to Sheet ST1, Detail 04 for detail through new soffit area.
Refer to Sheet Ala for new floor joist details and attached structural caiculations by Ken
Okamoto & Associates, Inc., Structural Engineers.

Refer to cailing detail sheet AS.
Refer to sheets A3, A3a, E1 and E2.

Counters and tables indicted accessibie on sheets A5, ASa, Abh and ASc.
There are no vending machines as part of this scope of work.

Flame spread meets requirements per CBC, table 8-B with classification reduction as
permitted by sprinkler per sec.804.1 Exception 2.

Studio ‘C’ is located on sheet A3 between Control 127 and Storage 125.

ELECTRICAL PLAN REVIEW CHECKLIST

1.

Refer to sheet T24 (Title 24) and attached Energy Calculations prepared by Title 24-
Data, LP.

Refer to revisions on sheet E1 (including existing load note), attached letter from PG&E
of maximum KW, revisions on sheet E2 and attached study set of one {1) foot-candie
curves on emergency lghts.

SAN JOSE FIRE BEPARTMENT L _ o

ftem humbers requiring additional information:

5.

Description of Scope of Work: refer to Scope of Work on COVER SHEET.

ltern numbers requinng revised plans:

4.

Sincerely,

Chtte —

Cortland Morgan, AlA
Cortland Morgan Architect

Copy: file 98-200 — correspondence

Complete exiting analysis with occupant loads. refer to sheets AS and ASa.

Gil Resendiz, City of San José Elecinical Plan Reviewer
Ron Estrada, San José Fire Depariment
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Sent by: CORTLAND MORGAN,ARCHITECT, AIA 214 368 3890; 05/18/00 10:57AM; JatFpx #787;Page 1/
Racalved: Gy B/700O D2:3885FRN; - CORTLAND MOROAN, ARCHTTIINT, AIA Fago *
T MAY-@8-2088 14134 5733 ) - - .P.a

“1
7 /1’1"’36(/\
M)cé’l/ San Jose Fire Department

Business Name: Chucke Cheese’s Date: /oo

Addsess: 29495 Foontosrne Kol E
Phone No. ¢2/9/) B¢ § ~ 3Gd P FaxNo. Qve) 3C& ~3&7 0
Ann’ |
Re: PC¥ OCO2F3Y ( )

The ininal review of your plans today has determined that the following circled Wems
are needed in ovder to continue and compliete the review process:

. Sue plan :

2. Vicinity map :

3. North arrow |
ddress of the project

5_/Description of Scope of work |

6. Detail Sections and Elevations i

7. PDH# (Planming Dept. File Number)

If any isems below {1 — 11) are civcled, then submit revised drawings/plans which ;
include or address the following: ¥

. Tvpe of consmruction of the building
2. Butiding occcupancy classificarion
3. Indicate on drawings whethe: the building s sprinklered
Complele exiting analysis with occupant loads
5. ldeanfy use for ¢ach area or room
6. Prowide aliowable area calculations
7. Provide mixed occupancies fioor area calculations
. Show cccupancy separation walls and/oy area separation walls f
9. Provide door schedule -
0. Fire Dept. access problem
1. Provide list with names angd quanities of hazardous matenals. fammaeable/combustible

liquids, or chemicals in the building/tenant area. Provide Maternal Safety Dara
Sheets(MSDS’s)

o ] P — - T -

| i

Other:

Any Guestions of CONcerns, please conlact

st (408)277. $4 77 |

TNTa P A
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ERT series

tasy 10 inslall and unobtrusive, the ERT
serigs is the ullimate recessed unit.
Designed for use exclusively in T-Bar
grid ceilings, the ERT series dlends'in

with the ceiling tile to make il
appropriate for commercial applications.

i

Features
- 6 volt. maintenance-free, lead
calcium battery
- Dual voltage — 120/277V _
- Automatic low voltage disconnect
« Heavy 20 gauge steel nousing
construction
- Standard white housing
- (T8 compatible
- Thermally compensated
- Regulated charge voltage
Heverse polarity protection
Filtered charger output
Easy to install T-Bar lay-in design
Full 3 year warranty
- Short circult protection
- Brownout protection
AC lockout
Test swiich and indicalor light
Housing can accommodate up o
three heads
Standard with two T-5
incandescent lamps
CSA Listed {see below)
UL 924 Listed _

L]

L ]

&

&

S |

Ordering Guide:

Compilete Unils _

- ERTA .
+ ERTS
Options
EV2 Voltmeter®
» EAM2 Ammeter®
- ECS Three foot cordset
+ NB Nicad battery?
- CVS Continuous Verification Systems?
~+« NH NO heads
- ETD Time delay

Example: ERT4-ECS .

_Optional Lamps
To order iwo non-standard lamps with
fixture, suffix catalog number, See
pages 56 - 57 {or detaiis.

Example: ERT4-ELH(612

‘Hemote heads must be ordered as

- separale line items. For details on
optional and remote lampheads and
accessories, see pages 56 - 59,

Option Suffixes

|5
{

- ] . E 3

Electrical
Base - . & Qutput Watts - ACJInput‘
Cataleg | @ o f: mn o 2 F |Output 1.5 2 3 4 * Standard | Remote
b O W W Z F w ot Volts hrs. hrs. hrs. hrs. Volts Amps Watts Capability
-
. . 4 {13
e e e e e 5 30 22 15 12 120 070(174) 8401568 N;é‘?’w R Yes
, - 277 032 (.051) 8.8 (1a1) | (NCBC7W)
? 120 .112 (250} 13.4 {30.00 '
ERTS | = « o =+ « + . i 12 5¢ 38 25 . 20 20 i@l eave o DA I CE
5 = 277 052 (.108) 14.4 {29 9} ‘ )

t AC saput r20iNg wiih parentheses | | are far nicad gans
* Chace of EV2 or EAMZ. not Bath

1 CVS not gvadatle with micad batrery

‘CSA - For 120V. 5 hour oulput walls, specly ERT2G (BV 263%1.
ERT40 (BV 40W) ERTS0 6V 50W) or ERT7S (6V 75W)
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z-00 8:31

) ANNUAL SAYINGS:
= I PGAE RATE ‘N‘LYSIS. £STIHATED L . -

-2 HHWH* 06 VA -0 S 3 2

FOR SERVICE
SIC CODE:5812 EATING PLACES

ACCOLUNT 3 :’HVP?ZIUB.E“

CONTROL %:089%0040 _
DIVISION: SAN JOSE (JHAL ~TBN ~0 ]

MCA ] == IHC
2645 FORTAINE RD
sm i - » EA ‘5121

SEE REVERSE $IDE FOR INSTRUCTIONS

' -~ g z ERESIRNITT
:::—:-::-:===::::::==Ii*il3!STiiiii==:l:====:::=====I===--I==--w-11=-*="“=="' e -
3

ERRrEE XTI EEETEARESRTERE X S X

SSTTMATED COSTS FOR |} CUBRENT: | BASIC | TIME OF USE| DEMAND :

s Ry Al | Ae-X { A10 -
T::::::::if:.::::::i:i ==:=tlltil::::::ltl!!:::::tit:::====::==::=:::===zll=======lll======:l:'.':l:======lll=lllllll=
JANUARY | ¥ s&,752 | £6,678 | $6,021 | $5,121 |
FEBRLIARY | 84,663 | 26,532 | $5,889 | $5,016 }

MARCH | 4,736 | 36,597 | 36,055 | 35,065 |
APRIL | $5,106 | $6,988 | $6,393 | 5,358 |
MAY { 87,676 | $10,976 | $7,681 |} 87,7986 |
JINE | 39,03¢ | $12,404 | 9,368 | 33,813 |
JULY I $8,573 | $11,333 | $8.,69% | $5,191 |
ACLUST I 89,441 | $13,570 | $9,747 | $9,639 }
SEPTEMBER | 88,485 | $11,357 | $8,531 | $8,219 |
OCTOBER l 8,39 | t12,1%0 | 38,306 | 5,705 |
NOVEMBER J $5,043 | $7,070 | 86,331 | 5,418 |
OECEMBER | 4,823 ) $6,87¢ | 6,215 | $5,232 |
107 REDUCTION o $0 | $-11,257 | $-8,9%1 | *0 |
%PROCESSING CHARGE | I | s87 | {
g4+ § > g b R 1 F AR AR S R N N N R T I S I I I A I S R I E I N I N R Y I T N Y F Y T Y N E N I I E AT E E R E N EINANBEEEEIIEET
12 MONTH TOTAL 880,726 | $101,312 | 380,197 | $a82,552 |

ITEEXIZ-oDERAELAREEXR AR TS

P L s s R R I I I I R L R R R I R R I R R R R T e N R R R N R A A S T e e A RN N e A P Y P TN E TR AR EREY

RTHE TIME~OF-USEITOU) PRFESSING CHARGE IS INCLUDED IN THE ESTIMATED ANMUAL SAVINGS OF THIS ANALYSIS, TOU
RATES CAN BE ASSIGNED TQ ACCOUNTS FOLLOWING FULL PAYMENT OF THE PRICESSING CHARGE., SEE REVERSE SIDE FOR DETAILS

THES RAFE ANALYSES-IS SSMATED USING CURRENT RATES & ACCOUNT KISTORY, A SUMMARY OF WHICH IS DETAILED BELOM

BEAEETERLIEERITEBRIRIESSET

-

-=ll:=lII==IIIIllllIllllllt!t::::t==:I:I==3:l===:::::::;:::::====::::;;;:;::;:::::::t:t::;

SIPMARY OF SEASONAL | SUMMER | MINTER I

ACCOUNT KISTORY [:: R s N N I I I I CE R I EXERI e s ey |

! AFRAGE | WIGH | LOW | AVERAGE | WIGH | LOW I
AZIEEERINERERF RSN Sgean = R R R R R AR R Y P RS R AR T TR LS IR ARARTEIR N = |
TOTAL KM i 80453 | 912001 737601 66533 | 69280 4000 ) [gz i
MAXIMU DEMAND i 1961 214 1711 170)  ~Taz1 ) 1sal
ON PEAKX DEMAND I 132] 194} 1571 ol ol 0] Hiéj - KD
PART PEAK DEMAND I 1281 1981 170] 155] 1811 144 | Pem A D
FEA IR EERNEASEER Y EE S

=I=======I=l:Illlllﬂl===lﬂt==:IF:I::::::IZIIII:I::t::ﬂﬂl!l!!l:l:::z::=======:======mI:III

AVERAGE TIME OF USE #: WINTER: PARTIAL-PEAK({M-F 8:30 AM-9:30 PM):&47 %X OFF-PEAK EX 7

ER: ON-PEAX(M-Ff NOON-6PM) 22 Z PARTIAL-PEAKIM-F B8:30-NOON 6-9:30 PM):26 X OFF-PEAK §2 %

FECALISIIESIRENERAY S g= 33

PLEASE SEND YOUR RESPONSEH
PGIE, MAIL CODE B2éa
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= CITY OF SAN JOSE, CALIFORNIA

Ty OF
F CEF ARTVMERT OF PLANNPN. BUILDI NO COCE ENFOCEIENT
. ; 801 NORTH FIRST 3TREET, ROOM 200
-, SAN JOSE, CALIFORNIA 961191 Ty
CAPITAL OF SILEON BALLEY |
JAMES K. DERRYBERR Y ' !
DIRECTOR

May 22, 2000
Fax. To: K, Cummins

"

s: 2448 Fontaine Dr.
Chitck £. Choess

Project Add
Project Namae]

Plan Review lly: GilResendiz 1

Plan Check #3  00-D2734 1" Comments
o § 1...:..-..:; ¥ Annents _
1. Submit TITLE 24 Lighting Documergs and Mancatory Measures on plan as
2 EC | ;'T ::nr?t{:'oad summary of Main Pane] “MP*. ENDO OF COMMENTS

{1 SUBMIT TWO COMPLETE SETS OFJREVISED ELECTRICAL PLANS TO
ELECTRICAL PLAN CHECK DEPARTMENT.

| CLOUD ALL REVISIONS AND RESPORND TO ALL COMMENTS IN WRITING.
REVISIONS MAY TRIGGER MORE QUESTIONS

—_——— ——— — - =
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nme}rm PLANNING, BULCING AND CODE ENFORGCEMERT
S NOKTH SR STRERT ROOH 700
KIBE. dnurumm 90 171780

Page 20l 4§

| PLAN CHECK CORRECTION COVER ¢

| |
Based on: 199 UBC uPc UMC, 1988 NEC, AND CITYRORDINAN Ptan Check No. 00-02734
Froject Adgdresy 2 Fontaine Date: 671900

- oad
Project Name, | cll'lur.l-: E Chasse's . OwnarApplicarnt. Kennath M. Cummins
Occupancy Grdep. A9 Type of Construction; B ith-1fr Automatic Fire Sprinkier Sys.: {(X)Yes { YNo
Usa ‘ No of Stories: 1 +« flexx
Actual Floor Arlis: ’°  Cccupant Load:
Aflowabis Ficafdarea: | f?  Allowable Ared (ncreases: o
Additional ‘ |
Comments; i |
PignsiSpecificdlicas arp reviewed for: . - Agditional Plans/Specifications are reguyired for:
{x} UBC Non ruciurt! i () UBC Nonstructural () UPC
(x) Structursig | () Stuctural {) UMC
{(x} Handicapg 2d Acciss { ) T-24 Handicappad Access () NEC
(x) T-24 Ener} Canzlrowauun ( } T-24 Energy Consarvation

LOmections 1St 1 OGIOW B8 10 08 MANE ON Plans bsIcre gArmit 1 1ssued. The approval of plans ang spociticalions
dces nol permi ha violation of any sectlon of the code of cther city or state ordinances or laws.

| |
For spoedy p nu: g, please:

1. Ravise Dans, - and owoulations to clearly regpond 1o Helattached comments.
2. Resudmé comBels revispd pians and spaoiticaions and oty redrearis sans anc spedificatons whare applicedie.
3. Raupond in wiling i each commars by nimrking the stiuched commegt lats o by providing an demized response,
£ Stamped drawlios Dy & ¢t or engireer can not be modifiec withogt krehikect's or sngineer's approva,
2. S e nct autibrized 1o grant amry excoptions o devintions to cooe rqquireme 1S, Alternatives 10 the (itorw! requirements mey Se submtted under
gﬂuﬁ;l?:l o C Et!:ts 104,28, UMT Secten 195, UPC Section JC1.2, wndior NEC Artisie 53-4 for siaff evaluatior, and Chief Bullding
g In mﬂ:ﬁ ndian 1&&.4,3, penTH issued is veilg onty if mformgton providad is vasid and In eonformance with the oocde
¥ Folowing clesiinces arw required bstore issusncs of the permiit
| Heguired Poovided Telsphone Remark
A.  Pianning/ Redevelopment Approval [ ) {) (408)277-4578
5 Public Wdgk. Ceviligpment Clearances ) {) (40B)277-5181
Geologic azmi Fiood/Elevation Centificate.
Grading F§mmit | ,
C  Fire Depa rnent fHazmat Clsaranca X) {) (408)277-5477:4859
2 Water Poilition Cprirol ) { ) {(408)945-5300
E. Water Sedioe Cmmny ) {) (408)278-7874
. School Di ricts(:] } {) 580 attached
G Santa Clala Co. QTeﬂi!h } { ) (408299-8080
H 83y Area :r Quality Mgmt ) {) (408;277-1477
L Slste cs A {Ovear 5-f£) excavation ) {} (616)323-8383
:{ Specisl Infoection ; () so8 attached
()

Others §
The undersigned srginser :%Minrinu the review of your pernit apficelion maelwrials i 2an be seched st {408] 277.5008
Ciy of 5an Joss welishe O1.830-;0e¢ ca, uaDUIdNgG |

James 3. 30n.i

. rvdaman son\werkiylandOWO022 734 g0
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SITY OF SAN JOSE, CALIFORNIA

F'&RTMEHTGF PLANNING, BULDING ANDG CODE ENFORCEME
1 NORTH FIRDT STREET ROOM X0
BN JUTE, CALIFOMNA 951 1. 1708

Page Jdofd

D ALl DCAWA UL LIST

Comments

This plan check package indudes Buiiding plan reviea only  Elactricet and
PlumbingMechanicat plans re being reviswad by our subirace pisn checkers Their
commenis will be sen: (0 yoi seperately The fire desanment glan revien may not &6
compieted at this time.  PlegEa contact them girsctly for fire department pian chack
status. Please submit prepe] plans and documents if have not been submitted yet.

7 fidhora! | Nt VRN PRRACY
i building pormit.

FraNCHy e 801107 IR GoN-5 T R T TsSCHNte o

) G | or &l Please cloya all changes mdke 1o the drawings
4. G ' ora | Please specify whether this Quilding is one story with mezzanine fioor or aztLmi tweo
i siornes.
8. Gghera Scope of work is unclear, F@r your informstion, f penmaeter (exte“ior of the buiging)

. In any way requirsd modificgion, it will require ®'anning Department Approvai. 1f any
i cooking/<itchen angd nood refated toms are a04ressed in this scope of work ft wil
reculre walsr poiilrion, Sanip Clare County Haalth, 8nd Develcoment cleagrarces are
reguired. Gpecify whather aove items are applind.

8. Titia 24 sne gy ceicuist on ajje requirad if any changes to builting envaiop, lighting.
and meckhanical
7. &) Specily scope of work o the cheet.
| b) Modify the code to reflet 997 UBC, UMC, UPC. and 1586 NEC, and 1598 CEC.
I
8. (3% f. era’ §) Asreference, atach exiQiing site plan ind:icating &' recuired path of traval, H/C
| ; pATKING. ascesscie erirgnes, and praperty lines (with dimensions),
b) Provids ®dting plan {(with sxiting path, specific oocypant lvad, ang required
rumber of ggorfexit) forfeview. 1t should match irforrmation snown under code
: | information.
;| c} Provide required axjt pn C8C, Sec. 1007 2
9. M i. | a) Toilet vest. 118 shuuid Famtain crele with 80° diameter
‘ k) indicate existing bathrogns are Nty accessible cn plan, Provide a leffer

) : indicating that it is tuilly §ccessibie and if will be cesgrerowner's resporsible to

¥ ' maks aiteration accordifde to cutrent acceasible codes if othe” wise

¢} WIidth to round gining 143 should be accesgible.

| g¢) Clerify storege 125 anu §27 per Sec. 11250

) Fixed or buit-in seating Rables, and counters shall be per 11238  Specify in the
scope of work (T any.

fl  Employes ares and fice | surfeces shall be Der Sec. 11238 and 17248, ?

7 yames somanerkiplenIOVOO02 734 das
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BLAN RGVAGWICHECK LIST

Comments

respectively  Clarify in e scope of 4ok

Any dining reom anc bag stall be par Sec. 11043 5.

om0, ¢, 1, &nd g shoulp be aadressed ciearly whather £'s 'nCiuded in 1he $cCpe
of wark I 5o, snow spfcific detans and requirerments per code saction

Show ceteils/section 1vpugh new scfil Brea
Frovide details for new EX12 and flcor iost ard caiculations as nseded

Show celling details perQJBC 25-A, 18-0, and 16-8
Show existing exrt signsfand ffum:nat.ons per Sec, 100328 4 end ‘00329 1.

ASC  Show'specily accessible serfSec 1104B 5 2nd 11278

Any bending machitia shalt & per Sec 1126BE.

&)

Frame sprasad she'| be ger Tap'e 6-B in speci‘od area

VWhere i3 ths studie & .ocat@ in pian?

K B2AIT WO COMPLETE SETS OF REVISED PLANE CALCULATIONS, PROPERLY
RNED .-tbfu STAMPED CLCUD ALL REVISIONS ARE RESPOND TO ALL COMMENTS
| IN WRITING. RENTSIONS MAY TRIGGEAMORE QUESTIONS.
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